
SAMPLE_NAME SAMPLE #      COLLECT
DATE        TIME     MEASURED
DATE       TIME PARAMETER RESULT UNIT
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/6/2016  10:32:00 AM Escherichia coli A /100 mL
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/5/2016  12:02:00 PM Free Residual Chlorine 0.02 mg/L
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/5/2016  12:02:00 PM pH 7.71 unit
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/5/2016  12:02:00 PM Specific Conductance 355 umhos/cm
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/5/2016  12:02:00 PM Temperature 14.3 Degree C
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/6/2016  10:32:00 AM Thiosulfate P
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/6/2016  10:32:00 AM Total Coliforms A /100 mL
5505 D Moton Ct AC95102 1/5/2016  12:02:00 PM 1/5/2016  12:02:00 PM Total Residual Chlorine 0.30 mg/L
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/20/2016  10:02:00 AM Escherichia coli A /100 mL
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/19/2016  11:58:00 AM Free Residual Chlorine 0.01 mg/L
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/19/2016  11:58:00 AM pH 7.94 unit
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/19/2016  11:58:00 AM Specific Conductance 310 umhos/cm
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/19/2016  11:58:00 AM Temperature 11.6 Degree C
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/20/2016  10:02:00 AM Thiosulfate P
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/20/2016  10:02:00 AM Total Coliforms A /100 mL
5505 D Moton Ct AC96710 1/19/2016  11:58:00 AM 1/19/2016  11:58:00 AM Total Residual Chlorine 0.31 mg/L
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/6/2016  10:32:00 AM Escherichia coli A /100 mL
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/5/2016  11:40:00 AM Free Residual Chlorine 0.10 mg/L
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/5/2016  11:40:00 AM pH 7.79 unit
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/5/2016  11:40:00 AM Specific Conductance 347 umhos/cm
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/5/2016  11:40:00 AM Temperature 14.8 Degree C
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/6/2016  10:32:00 AM Thiosulfate P
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/6/2016  10:32:00 AM Total Coliforms A /100 mL
CDC I Bldg 4456 AC95101 1/5/2016  11:40:00 AM 1/5/2016  11:40:00 AM Total Residual Chlorine 1.74 mg/L
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/20/2016  10:02:00 AM Escherichia coli A /100 mL
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/19/2016  11:19:00 AM Free Residual Chlorine 0.17 mg/L
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/19/2016  11:19:00 AM pH 7.97 unit
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/19/2016  11:19:00 AM Specific Conductance 311 umhos/cm
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/19/2016  11:19:00 AM Temperature 11.9 Degree C
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/20/2016  10:02:00 AM Thiosulfate P
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/20/2016  10:02:00 AM Total Coliforms A /100 mL
CDC I Bldg 4456 AC96709 1/19/2016  11:19:00 AM 1/19/2016  11:19:00 AM Total Residual Chlorine 2.10 mg/L
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/6/2016  10:32:00 AM Escherichia coli A /100 mL
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/5/2016  11:52:00 AM Free Residual Chlorine 0.05 mg/L
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/5/2016  11:52:00 AM pH 7.71 unit
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/5/2016  11:52:00 AM Specific Conductance 349 umhos/cm
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/5/2016  11:52:00 AM Temperature 14.8 Degree C
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/6/2016  10:32:00 AM Thiosulfate P
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/6/2016  10:32:00 AM Total Coliforms A /100 mL
CDC II Bldg 4455 AC95100 1/5/2016  11:52:00 AM 1/5/2016  11:52:00 AM Total Residual Chlorine 1.25 mg/L
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/20/2016  10:02:00 AM Escherichia coli A /100 mL
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/19/2016  11:33:00 AM Free Residual Chlorine 0.21 mg/L
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/19/2016  11:33:00 AM pH 7.88 unit
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/19/2016  11:33:00 AM Specific Conductance 311 umhos/cm
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/19/2016  11:33:00 AM Temperature 12.3 Degree C
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/20/2016  10:02:00 AM Thiosulfate P
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/20/2016  10:02:00 AM Total Coliforms A /100 mL
CDC II Bldg 4455 AC96708 1/19/2016  11:33:00 AM 1/19/2016  11:33:00 AM Total Residual Chlorine 1.94 mg/L



Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/6/2016  10:32:00 AM Escherichia coli A /100 mL
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/5/2016  10:59:00 AM Free Residual Chlorine 0.03 mg/L
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/5/2016  10:59:00 AM pH 7.33 unit
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/5/2016  10:59:00 AM Specific Conductance 345 umhos/cm
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/5/2016  10:59:00 AM Temperature 14.5 Degree C
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/6/2016  10:32:00 AM Thiosulfate P
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/6/2016  10:32:00 AM Total Coliforms A /100 mL
Marina Bldg 928 AC95099 1/5/2016  10:59:00 AM 1/5/2016  10:59:00 AM Total Residual Chlorine 1.70 mg/L
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/20/2016  10:02:00 AM Escherichia coli A /100 mL
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/19/2016  10:51:00 AM Free Residual Chlorine 0.05 mg/L
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/19/2016  10:51:00 AM pH 7.97 unit
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/19/2016  10:51:00 AM Specific Conductance 310 umhos/cm
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/19/2016  10:51:00 AM Temperature 13.0 Degree C
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/20/2016  10:02:00 AM Thiosulfate P
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/20/2016  10:02:00 AM Total Coliforms A /100 mL
Marina Bldg 928 AC96707 1/19/2016  10:51:00 AM 1/19/2016  10:51:00 AM Total Residual Chlorine 1.97 mg/L
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/6/2016  10:32:00 AM Escherichia coli A /100 mL
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/5/2016  11:23:00 AM Free Residual Chlorine 0.07 mg/L
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/5/2016  11:23:00 AM pH 7.72 unit
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/5/2016  11:23:00 AM Specific Conductance 346 umhos/cm
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/5/2016  11:23:00 AM Temperature 21.8 Degree C
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/6/2016  10:32:00 AM Thiosulfate P
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/6/2016  10:32:00 AM Total Coliforms A /100 mL
Off Club Bldg 50 AC95098 1/5/2016  11:23:00 AM 1/5/2016  11:23:00 AM Total Residual Chlorine 1.01 mg/L
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/20/2016  10:02:00 AM Escherichia coli A /100 mL
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/19/2016  11:06:00 AM Free Residual Chlorine 0.25 mg/L
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/19/2016  11:06:00 AM pH 7.95 unit
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/19/2016  11:06:00 AM Specific Conductance 308 umhos/cm
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/19/2016  11:06:00 AM Temperature 12.7 Degree C
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/20/2016  10:02:00 AM Thiosulfate P
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/20/2016  10:02:00 AM Total Coliforms A /100 mL
Off Club Bldg 50 AC96706 1/19/2016  11:06:00 AM 1/19/2016  11:06:00 AM Total Residual Chlorine 2.6 mg/L
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LOCATION S ANALYST METHOD
Bioenviromental Engineering Element C B.HALL SM 9223B,22nd ed
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Bioenviromental Engineering Element C R.SIBERT SM 4500-H B
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